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AES Puerto Rico, L.P. 
Location of Sampling Point in Dock Area 
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AES Puerto Rico, L.P. 
Summary of Benchmark Monitoring Data 

Temporary Outfall 002 
 

Monitoring Date 

Parameter 

Aluminum 
 

(0.75 mg/L) 

Iron 
 

(1.0 mg/L) 

Lead 
 

(0.262 mg/L) 

Zinc 
 

(0.26 mg/L) 

02/21/2012 247 111 0.287 1.40 

03/30/2012 11 2.86 0.012 0.089 

05/29/2014 28.0 25.2 0.041 0.135 

08/02/2012 54.8 63.9 0.044 0.32 

12/14/2012 40.6 43.6 0.058 0.178 

02/15/2013 146 180 0.693 0.588 

05/08/2013 61.6 14.1 0.108 0.328 

09/12/2013 151 184 0.025 0.675 

10/08/2013 93.6 116 0.008 0.0272 

Average 92.62 82.3 0.142 0.42 

 
 
 
 
 



AES Puerto Rico, L.P. 
Summary of Benchmark Monitoring Data 

Temporary Outfall 003-A 
 

Monitoring Date 

Parameter 

Aluminum 
 

(0.75 mg/L) 

Iron 
 

(1.0 mg/L) 

Lead 
 

(0.262 mg/L) 

Zinc 
 

(0.26 mg/L) 

02/21/2012 No discharge; therefore, sample wasn’t taken. 

03/30/2012 No discharge; therefore, sample wasn’t taken. 

05/29/2014 24.4 29.1 0.026 0.265 

08/02/2012 8.48 11.8 0.008 0.095 

12/14/2012 No discharge; therefore, sample wasn’t taken. 

02/15/2013 No discharge; therefore, sample wasn’t taken. 

05/22/2013 3.84 4.32 0.008 0.110 

09/12/2013 1.62 1.48 0.10 0.021 

10/08/2013 2.49 2.41 0.004 0.171 

Average 8.17 9.8 0.029 0.13 

 
 
 
 
 



AES Puerto Rico, L.P. 
Summary of Benchmark Monitoring Data 

Temporary Outfall 003-B 
 

Monitoring Date 

Parameter 

Aluminum 
 

(0.75 mg/L) 

Iron 
 

(1.0 mg/L) 

Lead 
 

(0.262 mg/L) 

Zinc 
 

(0.26 mg/L) 

03/30/2012 52.3 57.6 0.069 1.16 

05/29/2014 2.36 2.76 0.003 0.093 

08/02/2012 10.9 12.9 0.010 0.222 

12/14/2012 No discharge; therefore, sample wasn’t taken. 

02/15/2013 34.4 41.4 0.625 0.431 

05/08/2013 0.812 0.750 0.002 0.073 

09/12/2013 No discharge; therefore, sample wasn’t taken. 

10/08/2013 No discharge; therefore, sample wasn’t taken. 

Average 20.15 23.1 0.142 0.40 

 
 
 
 



AES Puerto Rico, L.P. 
Summary of Benchmark Monitoring Data 

Temporary Outfall 004 
 
 

Monitoring Date 

Parameter 

Aluminum 
 

(0.75 mg/L) 

Iron 
 

(1.0 mg/L) 

Lead 
 

(0.262 mg/L) 

Zinc 
 

(0.26 mg/L) 

02/21/2012 2.52 3.03 0.010 0.202 

03/30/2012 0.058 0.818 <0.002 0.103 

05/29/2014 2.82 3.83 0.007 0.348 

08/02/2012 1.57 1.60 0.005 0.211 

12/14/2012 No discharge; therefore, sample wasn’t taken. 

02/15/2013 4.62 5.23 0.145 0.231 

05/08/2013 1.36 1.17 0.003 0.243 

09/12/2013 10.2 11.4 0.016 0.175 

10/08/2013 11.1 13.2 0.007 0.082 

Average 4.28 5.0 0.024 0.20 

 


